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N O T E S :

1. FIGURED DIMENSIONS ONLY TO BE TAKEN

FROM THIS DRAWING.

2. ALL DRAWINGS TO BE CHECKED BY THE

CONTRACTOR ON SITE

3. ENGINEER/EMPLOYERS REPRESENTATIVE, AS

APPROPRIATE, TO BE INFORMED BY THE

CONTRACTOR OF ANY DISCREPANCIES 

BEFORE ANY WORK COMMENCES

4. THE CONTRACTOR SHALL UNDERTAKE A

THOROUGH  CHECK FOR THE ACTUAL 

LOCATION OF ALL  SERVICES/UTILITIES, 

ABOVE AND BELOW GROUND,  BEFORE ANY

WORK COMMENCES

5. ALL LEVELS SHOWN RELATE TO ORDNANCE
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